
 

Shoreline Structural Engineering and Consulting 
15740 67th Ct. N. 

Loxahatchee, FL 33470 

September 6, 2024 

  

Building Official 

St. Lucie County 

2300 Virginia Avenue 

Fort Pierce, Florida 34982 

 

RE:  Permit No: BLDC-2402-002128 

Ocean Towers North Concrete Restoration – August 2024 Inspections 

 9400 S. Ocean Dr 

 Jensen Beach, Florida 34957 

 

Dear Building Official, 

 

The undersigned performed in-progress inspections for the concrete repairs to the unit balconies of 

stacks 1, 2, 3, 4, 5, 6, and 7 of the above referenced project for the month of August 2024. The work 

progress is documented in the attached report prepared by CSM engineering. 

During the course of the referenced project our office, in conjunction with CSM Engineering (Engineer of 

Record), performed in-progress inspections of the work at the following intervals: 

1. Confirmation of deteriorated reinforced concrete excavation limits 

2. Inspection of reinforcing steel cleaning, coating, replacement, and supplementation 

3. Inspection of formwork prior to concrete placements 

4. Inspection of concrete placements 

5. Inspection of concrete after formwork removal 

6. Review of stucco removal and replacements 

7. Inspection of waterproofing applications 

8. Inspection of shutter reinstallations 

To the best of my knowledge, belief, and professional opinion the repairs have been performed to the 

specifications and drawings permitted by the building department and the Florida Building Code 2023, 8th 

edition, Existing Building. 

Please feel free to reach our office with any concerns at 561-493-4010 

 

 

 

 

Henry Rand 

FL PE #82394  

Special Inspector Limited   

Principal 

SSEC  



 

CSM Engineering, LLC 

208-210 SW Ocean Boulevard 

      Stuart, Florida 34994 

o: 772-220-4601 

w: www.csm-e.net 

E:info@csm-e.net 

 

INSPECTION PROGRESS REPORT 

 Ocean Towers Condominium  

Report Date: August 2024 

 
 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

PROJECT INFORMATION 

 
Location: 9490 S. Ocean Drive Jensen Beach, FL 

34957 

Inspection Date: August 2024 

Project Type: Concrete Restoration Inspector(s): Evelio Camacho – (772) 284-6277 

Project Inspector 

Jose Morales – (772) 284-5889  

Project Inspector 

Contacts: Charles Darden – (772) 220-4601 – Senior Engineer  

Álvaro Betancur - oceantowersoffice@gmail.com – Property Manager 

Kerri Noyes-  kerri@aaaconcreterestoration.com Project Manager  

Luis Gutierrez- bobby@aaaconcreterestoration.com Project Manager  
 

SITE & SAFETY CONDITIONS 

 
Weather Conditions: 70s-80s Proper access per OSHA? Yes 

Is the job site safe? Yes Site Conditions: Clean & organized  

Safety Gear Worn: Yes First Aid Kit Available? Yes 

Restroom Facilities: Yes, Via Portable Toilet Other Notes:  

 

The above project checklist is not all-inclusive. Reference shall be made to the OSHA Construction Safety Orders for 

complete requirements.  

 

Charles A Darden Jr, PE 

Florida Registered Professional Engineer #76910  

 

mailto:oceantowersoffice@gmail.com
mailto:kerri@aaaconcreterestoration.com
mailto:bobby@aaaconcreterestoration.com
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Project: Ocean Towers Condominium (North Building)  

Stack 1  

 

Unit: 1001 

 

Note: Column spall has been marked for 

excavation per CSM plans and 

specifications.  

  

 

Unit: 901 

 

Note: Post pocket has been marked for 

excavation per CSM plans and 

specifications.  

  

 

Unit: 901 

 

Note: Column spall has been marked for 

excavation per CSM plans and 

specifications.  
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Unit: 801 

 

Note: Column spall has been marked for 

excavation per CSM plans and 

specifications.  

  

 

Unit: 801 

 

Note: Wall spall has been marked for 

excavation per CSM plans and 

specifications.  

  

 

Unit: 701 

 

Note: Edge spall has been marked out for 

excavation per CSM plans and 

specifications.  
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Unit: 601 

 

Note: Column spall has been marked for 

excavation per CSM plans and 

specifications.   

  

 

Unit: 501 

 

Note: Edge spall has been marked for 

excavation per CSM plans and 

specifications.  

  

 

Unit: 401 

 

Note: Deck spall has been marked for 

exaction per CSM plans and specifications.  
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Unit: 401 

 

Note: Overhead spall has been marked for 

excavation per CSM plans and 

specifications.  

  

 

Unit: 301 

 

Note: Deck spall has been marked for 

excavation per CSM plans and 

specifications.  

  

 

Unit: 201 

 

Note: Column spall has been marked for 

excavation per CSM plans and 

specifications.  
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Unit: 201 

 

Note: Edge spall has been marked for 

excavation per CSM plans and 

specifications.  

  

 

Unit: 101 

 

Note: Column spall has been marked for 

excavation per CSM plans and 

specifications.  

  

 

Unit: 101 

 

Note: Rust spot has been marked for 

excavation per CSM plans and 

specifications.  
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Stack 2   

 

Unit: 1002 

 

Note: Overhead spall has been marked for 

excavation per CSM plans and 

specifications.  

  

 

Unit: 902 

 

Note: Deck spall has been marked for 

excavation per CSM plans and 

specifications.  

  

 

Unit: 902 

 

Note: Deck spall has been marked for 

excavation per CSM plans and 

specifications. 
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Unit: 802 

 

Note: Deck spall has been marked for 

excavation per CSM plans and 

specifications.  

  

 

Unit: 702 

 

Note: Overhead spall has been marked for 

excavation per CSM plans and 

specifications. 

  

 

Unit: 602 

 

Note: Multiple deck spalls have been marked 

for excavation per CSM plans and 

specifications.  
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Unit: 502 

 

Note: Multiple deck spalls have been marked 

for excavation per CSM plans and 

specifications. 

  

 

Unit: 402 

 

Note: Deck spall has been marked out for 

excavation per CSM plans and 

specifications.  

  

 

Unit: 302 

 

Note: Deck spall has been marked out for 

excavation per CSM plans and 

specifications. 

  



 

CSM Engineering Page 11 of 24 

 

 

 

Unit: 302 

 

Note: Overhead spall has been marked for 

excavation per CSM plans and 

specifications.  

  

 

Unit: 302 

 

Note: Multiple rust spots have been marked 

for excavation per CSM plans and 

specifications.  

  

 

Unit: 102 

 

Note: Column spall has been marked for 

excavation.  

  



 

CSM Engineering Page 12 of 24 

 

 

Stack 3   

 

Unit: 1003 

 

Note: All coatings have been removed per 

CSM plans and specifications.  

  

 

Unit: 903 

 

Note: Multiple deck spalls have been marked 

for excavation.  

  

 

Unit: 803 

 

Note: Multiple overhead spalls have been 

marked for excavation per CSM plans and 

specifications.  
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Unit: 703 

 

Note: Column spall has been marked for 

excavation per CSNM plans and 

specifications.  

  

 

Unit: 603 

 

Note: Deck spall has been marked for 

excavation per CSM plans and 

specifications. 

  

 

Unit: 503 

 

Note: Edge spall has been marked for 

excavation per CSM plans and 

specifications.  
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Unit: 403 

 

Note: All coatings have been removed per 

CSM plans and specifications. 

  

 

Unit: 303 

 

Note: Column spall has been marked for 

excavation per CSM plans and 

specifications.  

  

 

Unit: 203 

 

Note: Deck spall has been marked for 

excavation per CSM plans and 

specifications.  
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Stacks 5 & 4   

 

Units: 1005/1004 

 

Note: Stucco repairs are in progress per 

CSM plans and specifications.  

  

 

Units: 905/904 

 

Note: Stucco repairs are in progress per 

CSM plans and specifications.  

  

 

Units: 805/804 

 

Note: Flash patch is in progress per CSM 

plans and specifications.  
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Units: 705/704 

 

Note: Flash patch is in progress per CSM 

plans and specifications. 

  

 

Units: 605/604 

 

Note: Flash patch/Stucco Repairs are in 

progress per CSM plans and specifications. 

  

 

Units: 505/504 

 

Note: Stucco repairs are in progress per 

CSM plans and specifications.  
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Units: 405/404 

 

Notes: Unit 405 Full-deck repair is in 

progress per CSM plans and specifications.             

 

           Unit 404 Flash patch is in progress 

per CSM plans and specifications.  

  

 

Units: 305/304 

 

Note: Flash patch is in progress per CSM 

plans and specifications.  

  

 

Units: 205/204 

 

Note: Flash patch is in progress per CSM 

plans and specifications. 
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Unit: 104 

 

Note: Column repair is in progress per CSM 

plans and specifications.  

Stack 6  

 

Unit: 1006 

 

Note: Shims have been added to allow 

proper water drainage.  

  

 

Unit: 1006 

 

Note: All fasteners have been replaced with 

Stainless steel per CSM plans and 

specifications.  
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Unit: 906 

 

Note: The waterproofing membrane has been 

applied per CSM plans and specifications.  

  

 

Unit: 806 

 

Note: Shims have been added to allow 

proper water drainage. 

  

 

Unit: 706 

 

Note: The waterproofing membrane has been 

applied per CSM plans and specifications. 
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Unit: 606 

 

Note: The waterproofing membrane has been 

applied per CSM plans and specifications. 

  

 

Unit: 506 

 

Note: Shims have been added to allow 

proper water drainage. 

  

 

Unit: 406 

 

Note: The waterproofing membrane has been 

applied per CSM plans and specifications.  
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Unit: 306 

 

Note: Shims have been added to allow 

proper water drainage. 

  

 

Unit: 306 

 

Note: The waterproofing membrane has been 

applied per CSM plans and specifications. 

  

 

Unit: 206 

 

Note: Shims have been added to allow 

proper water drainage. 
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Stack 7   

 

Unit: 1007 

 

Note: The waterproofing membrane has been 

applied per CSM plans and specifications. 

  

 

Unit: 907 

 

Note: Shims have been added to allow 

proper water drainage. 

  

 

Unit: 807 

 

Note: The waterproofing membrane has been 

applied per CSM plans and specifications. 
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Unit: 707 

 

Note: All fasteners have been replaced with 

Stainless steel per CSM plans and 

specifications. 

  

 

Unit: 607 

 

Note: The waterproofing membrane has been 

applied per CSM plans and specifications. 

  

 

Unit: 507 

 

Note: The waterproofing membrane has been 

applied per CSM plans and specifications. 
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Unit: 407 

 

Note: Shims have been added to allow 

proper water drainage. 

  

 

Unit: 307 

 

Note: The waterproofing membrane has been 

applied per CSM plans and specifications. 

  

 

Unit: 207 

 

Note: The waterproofing membrane has been 

applied per CSM plans and specifications. 
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