SSEC

SHORELINE STRUCTURAL

Jan uary 13, 2025 ENGINEERING & CONSULTANTS, INC.

Building Official

St. Lucie County

2300 Virginia Avenue
Fort Pierce, Florida 34982

RE: Permit No: BLDC-2402-002128
Ocean Towers North Concrete Restoration — December 2024 Inspections
9400 S. Ocean Dr
Jensen Beach, Florida 34957

Dear Building Official,

The undersigned performed in-progress inspections for the concrete repairs to the unit balconies of
stacks 1, 2, and 3 of the above referenced project for the month of December 2024. The work progress
is documented in the attached report prepared by CSM engineering.

During the course of the referenced project our office, in conjunction with CSM Engineering (Engineer of
Record), performed in-progress inspections of the work at the following intervals:

1. Inspection of waterproofing applications
2. Inspection of shutter reinstallations

To the best of my knowledge, belief, and professional opinion the repairs have been performed to the
specifications and drawings permitted by the building department and the Florida Building Code 2023, 8%
edition, Existing Building.

Please feel free to reach our office with any concerns at 561-493-4010
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CSM ENGINEERING, LLC
208-210 SW OCEAN BOULEVARD
STUART, FLORIDA 34994
0:772-220-4601

ENGINEERING W: WWW.CSM-E.NET

CIVIL » STRUCTURAL + MARINE E.INFO@CSM-E.NET

INSPECTION PROGRESS REPORT

OCEAN TOWERS CONDOMINIUM
REPORT DATE: DECEMBER 2024

PROJECT INFORMATION

Location: 9490 S. Ocean Drive Jensen Beach, FL  Inspection Date: December 2024
34957
Project Type: Concrete Restoration Inspector(s): Evelio Camacho — (772) 284-6277
Project Inspector
Jose Morales — (772) 284-5889
Project Inspector
Contacts: Charles Darden — (772) 220-4601 — Senior Engineer
Alvaro Betancur - oceantowersoffice@gmail.com — Property Manager
Kerri Noyes- kerri@aaaconcreterestoration.com Project Manager
Luis Gutierrez- bobby@aaaconcreterestoration.com Project Manager

SITE & SAFETY CONDITIONS

Weather Conditions:  70s-80s Proper access per OSHA? Yes
Is the job site safe? Yes Site Conditions: Clean & organized
Safety Gear Worn:  Yes First Aid Kit Available? Yes

Restroom Facilities: Yes, Via Portable Toilet Other Notes:

The above project checklist is not all-inclusive. Reference shall be made to the OSHA Construction Safety Orders for
complete requirements.

Charles A Darden Jr, PE
Florida Registered Professional Engineer #76910
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Project: Ocean Towers Condominium (North Building)

Stack 3
Unit: 1003

Note: Shims have been added to help with

water drainage per CSM plans and
specifications.

Unit: 1003

Note: A new waterproof membrane has been
applied per CSM plans and specifications.

Unit: 1003

Note: All fasteners have been replaced with
Stainless Steel fasteners per CSM plans and
specifications.
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Unit: 903
Note: Shims have been added to help with

water drainage per CSM plans and
specifications.

Unit: 903

Note: A new waterproof membrane has been
applied per CSM plans and specifications.

Unit: 903

Note: All fasteners have been replaced with
Stainless Steel fasteners per CSM plans and
specifications.
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Unit: 803
Note: Shims have been added to help with

water drainage per CSM plans and
specifications.

Unit: 803

Note: A new waterproof membrane has been
applied per CSM plans and specifications.

Unit: 703

Note: Shims have been added to help with
water drainage per CSM plans and
specifications.
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Unit; 703

Note: A new waterproof membrane has been
applied per CSM plans and specifications.

Unit: 603

Note: A new waterproof membrane has been
applied per CSM plans and specifications.

Unit: 603

Note: All fasteners have been replaced with
Stainless Steel fasteners per CSM plans and
specifications.
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Unit: 503

Note: A new waterproof membrane has been
applied per CSM plans and specifications.

Unit: 503

Note: All fasteners have been replaced with
Stainless Steel fasteners per CSM plans and
specifications.

Unit: 403

Note: Shims have been added to help with
water drainage per CSM plans and
specifications.
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Unit: 403
Note: All fasteners have been replaced with

Stainless Steel fasteners per CSM plans and
specifications.

Unit: 403

Note: A new waterproof membrane has been
applied per CSM plans and specifications.

Unit: 303

Note: Shims have been added to help with
water drainage per CSM plans and
specifications.
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Unit: 303

Note: A new waterproof membrane has been
applied per CSM plans and specifications.

Unit: 203

Note: Shims have been added to help with
water drainage per CSM plans and
specifications.

Unit: 203

Note: All fasteners have been replaced with
Stainless Steel fasteners per CSM plans and
specifications.
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Stack 2
Unit: 1002

Note: Shims have been added to help with
water drainage per CSM plans and
specifications.

Unit: 1002

Note: A new waterproof membrane has been
applied per CSM plans and specifications.

Unit: 802

Note: A new waterproof membrane has been
applied per CSM plans and specifications.

CSM ENGINEERING PAGE 10 oF 21



Unit: 702
Note: Shims have been added to help with

water drainage per CSM plans and
specifications.

Unit: 702

Note: A new waterproof membrane has been
applied per CSM plans and specifications.

Unit; 702

Note: All fasteners have been replaced with
Stainless Steel fasteners per CSM plans and
specifications.

CSM ENGINEERING PAGE 11 oF 21



WIL . ww S Unit: 602

‘“““\‘ ‘mm,lllll II// ' Note: A new waterproof membrane has been

applied per CSM plans and specifications.

Unit: 602

Note: Shims have been added to help with
water drainage per CSM plans and
specifications.

Unit: 502

Note: Shims have been added to help with
water drainage per CSM plans and
specifications.

CSM ENGINEERING PAGE 12 oF 21



Unit: 502

Note: A new waterproof membrane has been
applied per CSM plans and specifications.

Unit: 402

Note: Shims have been added to help with
water drainage per CSM plans and
specifications.

Unit; 402

Note: All fasteners have been replaced with
Stainless Steel fasteners per CSM plans and
specifications.
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Unit: 402

Note: A new waterproof membrane has been
applied per CSM plans and specifications.

Unit: 302

Note: Shims have been added to help with
water drainage per CSM plans and
specifications.

Unit; 302

Note: A new waterproof membrane has
been applied per CSM plans and
specifications.
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Unit: 302

Note: All fasteners have been replaced with
Stainless Steel fasteners per CSM plans and
specifications.

Unit: 202

Note: A new waterproof membrane has been
applied per CSM plans and specifications.

Stack 1
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Unit: 1001

Note: A new waterproof membrane has been
applied per CSM plans and specifications.

Unit: 901

Note: Shims have been added to help with
water drainage per CSM plans and
specifications.

Unit: 901

Note: A new waterproof membrane has been
applied per CSM plans and specifications.
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Unit: 801

Note: Shims have been added to help with
water drainage per CSM plans and
specifications.

Unit: 701

Note: Shims have been added to help with
water drainage per CSM plans and
specifications.

Unit: 701

Note: A new waterproof membrane has been
applied per CSM plans and specifications.
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Unit: 601

Note: Shims have been added to help with
water drainage per CSM plans and
specifications.

Unit: 601

Note: A new waterproof membrane has been
applied per CSM plans and specifications.

Unit: 501

Note: Shims have been added to help with
water drainage per CSM plans and
specifications.
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Unit: 501

Note: A new waterproof membrane has been
applied per CSM plans and specifications.

Unit: 401

Note: Shims have been added to help with
water drainage per CSM plans and
specifications.

RN b Unit: 401
!ﬂ! iiii 7;;7;“ " - Note: A new waterproof membrane has been
™ | 777 / 4 ; applied per CSM plans and specifications.

CSM ENGINEERING PAGE 19 oF 21



Unit: 301

Note: Shims have been added to help with
water drainage per CSM plans and
specifications.

Unit: 301

Note: A new waterproof membrane has been
applied per CSM plans and specifications.

Unit: 201

Note: Shims have been added to help with
water drainage per CSM plans and
specifications.
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Unit: 201

Note: A new waterproof membrane has been
applied per CSM plans and specifications.
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